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1. OBJETIVOS DO DOCUMENTO E ÁREA DE APLICAÇÃO 

Este documento define os requisitos técnicos mínimo para o identificador de falta para linhas de transmissão 

de 69kV, 88kV e 138kV. 

Este documento se aplica a Enel Grids Brasil. 

A presente política aplica-se ao Grupo Enel no que diz respeito à sua atuação no Brasil, de acordo com as 

leis, regulamentos, acordos coletivos e normas de governança aplicáveis, incluindo a Lei Geral de Proteção 

de Dados, que em qualquer situação, prevalecem sobre as disposições contidas neste documento.  

A Lei Geral de Proteção de Dados, Lei n° 13.709/2018 (LGPD) e GDPR (Regulamento U.E. 2016/679 do 

Parlamento Europeu e do Conselho, de 27 de abril de 2016), regulamentam o tratamento de dados pessoais. 

A LGPD define que tratamento é toda operação realizada com dados pessoais, como as que se referem a 

coleta, produção, recepção, classificação, utilização, acesso, reprodução, transmissão, distribuição, 

processamento, arquivamento, armazenamento, eliminação, avaliação ou controle da informação, 

modificação, comunicação, transferência, difusão ou extração, bem como que Dados Pessoais são todas as 

informações relacionadas a uma pessoa natural (pessoa física), que possa torna-la identificada ou 

identificável (tais como: nome, CPF, endereço, nome de familiares, perfil de consumo, geolocalização, número 

de Unidade Consumidora, etc., os quais de forma isolada, ou associada com dois ou mais, possam identificar 

direta, ou indiretamente, um titular de dados pessoais). 

Os Tratamentos de Dados Pessoais realizados durante as atividades descritas neste documento, deverão 

estar devidamente mapeados no sistema de registro de tratamento de dados pessoais do Grupo Enel, 

conforme a Instrução Operacional n. 3341 - Gerenciamento de Registro de Tratamento de Dados Pessoais e 

deverão ocorrer em consonância com as regras de Proteção De Dados Pessoais, GDS e Segurança da 

Informação do Grupo Enel, estabelecidas nas respectivas Políticas e Procedimentos internos, listados no item 

4 deste documento. 

2. GESTÃO DA VERSÃO DO DOCUMENTO 

Versão Data Descrição das mudanças 

0 15/05/2023 Emissão da especificação técnica 

   

   

3. UNIDADES DA VERSÃO DO DOCUMENTO 

Responsável pela elaboração do documento: 

• Engineering Sup & Global St. Adoption 

Responsável pela autorização do documento: 

• Engineering Sup & Global St. Adoption 
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4. REFERÊNCIAS 

• Código Ético do Grupo Enel; 

• Plano de Tolerância Zero à Corrupção; 

• Enel Human Rights Policy; 

• Enel Global Compliance Program (EGCP); 

• Política do SGI; 

• ISO 9001 - Sistema de Gestão da Qualidade; 

• ISO 14001 - Sistema de Gestão Ambiental; 

• ISO 45001 - Sistema de Gestão de Segurança e Saúde Ocupacional; 

• ISO 50001- Sistema de Gestão de Energia; 

• ISO 37001 - Sistema de Gestão Antisuborno; 

• Policy n.344 - Application of the General Data Protection Regulation (EU Regulation2016/679) within 

the scope of the Enel Group; 

• Procedimento Organizacional n.1626 – Aplicação da Lei Geral de Proteção de Dados Pessoais no 

âmbito das Empresas do Grupo Enel; 

• Policy n.243 - Segurança da Informação; 

• Policy n.33 – Information Classification and Protection; 

• Policy n.347 – Policy Personal Data Breach Management; 

• Policy n.1042 – Gerenciamento de Incidentes de Segurança de Dados Pessoais; 

• Instrução Operacional n.3341 – Gerenciamento de Registro de Tratamento de Dados Pessoais; 

• Instrução Operacional n.3340 – Metodologia para Processo de Avaliação de Impacto na Proteção de 

Dados; 

• Policy n.241 – Gestão de Crises e Incidentes Brasil; 

• Policy n.25 – Management of Logical Access to IT Systems; 

• Policy n.37 - Enel Mobile Applications; 

• Procedimento Organizacional n.34 - Application Portfolio Management; 

• Procedimento Organizacional n.35 - GDS Initiatives Planning and Activation; 

• Procedimento Organizacional n.36 - Solutions Development & Release Management; 

• Instrução Operacional n.944 - Cyber Security Risk Management Methodology; 

• Procedimento Organizacional n.375, Gestão da Informação Documentada; 

• Código Ético do Grupo Enel; 

• Enel Human Rights Policy; 
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• Enel Global Compliance Program (EGCP); 

• Política do SGI; 

• Plano de Tolerância Zero à Corrupção; 

• NR-10 – Norma Regulamentadora nº 10 - Segurança em Instalações e Serviços em Eletricidade 

• IEEE C37.111 IEEE Standard Common Format for Transient Data Exchange (COMTRADE) for Power 

Systems; 

• IEEE 1815-2012 - Distributed Network Protocol (DNP3); 

• GSCG002 – Technical Conformity Assessment 

Notas: 

1) O fornecedor deve disponibilizar, para o inspetor da Enel, no local da inspeção, todas as Normas acima 

mencionadas, em suas últimas revisões. 

Deverá ser usado o Sistema Internacional de Unidades (Sistema Métrico) para todo e qualquer fornecimento 

a ser realizado. 

5. POSIÇÃO DO PROCESSO COM RELAÇÃO À ESTRUTURA ORGANIZACIONAL  

Value Chain: Gestão da Rede 

Macro Process: Gestão de Materiais 

Process: Padronização de Componentes de Rede 

6. SIGLAS E PALAVRAS-CHAVE 

Palavras Chaves Descrição 

NR-10 
Norma Regulamentadora do Ministério do Trabalho sobre segurança 

em instalações e serviços em eletricidade 

NBI Nível Básico de Isolamento 

IEEE Institute of Electrical and Electronic Engineers 

ABNT  Associação Brasileira de Normas Técnicas 

Dado Pessoal 

Dado Pessoal é qualquer informação relacionada a pessoa natural 

identificada ou identificável, tais como nome, número de identificação, 

dados de localização, um identificador online ou a um ou mais dos 

elementos característicos de sua identidade física, fisiológica, 

genética, mental, econômica, cultural ou social (veja também 

Categorias especiais de dados pessoais).  

Dados Pessoais Sensíveis (incluindo 

biométricos e referentes à Saúde) 

No contexto de proteção de dados, merece especial atenção a 

categoria de dado pessoal sobre origem racial ou étnica, convicção 

religiosa, opinião política, filiação a sindicato ou a organização de 

caráter religioso, filosófico ou político, dado referente à saúde ou à 

vida sexual, dado genético ou biométrico, quando vinculado a uma 
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pessoa natural. Esses dados são definidos pela LGPD como Dados 

Pessoais Sensíveis.  

• Dados genéticos: dados pessoais relativos às características 

genéticas, hereditárias ou adquiridas de uma pessoa física que 

fornecem informações unívocas sobre a fisiologia ou sobre a 

saúde de tal pessoa física, e que resultam designadamente da 

análise de uma amostra biológica da pessoa física em questão;   

• Dados biométricos: dados pessoais resultantes de um 

tratamento técnico específico relativo às características físicas, 

fisiológicas ou comportamentais de uma pessoa física que 

permitam ou confirmem a identificação única dessa pessoa, 

tais como foto, vídeo, imagens da face ou dados de impressão 

digital;    

Dados relativos à saúde: dados pessoais relacionados com a saúde 

física ou mental de uma pessoa física, incluindo a prestação de 

serviços de saúde, que revelem informações sobre o seu estado de 

saúde. 

General Data Protection Regulation 

or GDPR 

Regulamento (UE) 2016/679 do Parlamento Europeu e do Conselho, 

de 27 de abril de 2016, relativo à proteção das pessoas naturais, no 

que diz respeito ao tratamento de dados pessoais e à livre circulação 

desses dados; e que revoga a Diretiva 95/46 / CE. 

Lei Geral de Proteção de Dados ou 

LGPD. 

Lei Brasileira nº 13.709/18 promulgada em 14 de agosto de 2018, 

posteriormente alterada pela Lei 13.853/19, que dispõe sobre o 

tratamento de dados pessoais, inclusive nos meios digitais, por pessoa 

natural ou por pessoa jurídica de direito público ou privado, com o 

objetivo de proteger os direitos fundamentais de liberdade e de 

privacidade e o livre desenvolvimento da personalidade da pessoa 

natural. 

Titular dos Dados Pessoais 

Pessoa natural a quem se referem os dados pessoais que são objeto 

de tratamento. Ele / ela entendido como uma pessoa natural 

identificada ou identificável. 

Tratamento 

Toda operação realizada com dados pessoais, como as que se referem 

a coleta, produção, recepção, classificação, utilização, acesso, 

reprodução, transmissão, distribuição, processamento, arquivamento, 

armazenamento, eliminação, avaliação ou controle da informação, 

modificação, comunicação, transferência, difusão ou extração. 

GDS Global Digital Solutions (TI) 

CC Corrente Contínua 

CA Corrente Alternada 

DNP3 Distributed Network Protocol 

IED Intelligent Eletronic Device 
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7. MATERIAL 

7.1 Escopo 

Este documento descreve os requisitos técnicos e funcionais para a construção e ensaios de um dispositivo 

denominado identificador de faltas, que será aplicado em linhas de transmissão com circuito simples e duplo 

de 69kV, 88kV e 138kV para uso na ENEL Grids Brasil. 

 

7.2 Códigos 

Tabela 1 - Códigos de materiais 

Descrição Código Enel CE e Enel RJ Código Enel SP 

 Painel ID LT 69-138KV PNL 
Fotovoltaico 

161986 164992 

 Painel ID LT 69-138KV Alim 
CA Auxiliar 

161984 164986 

 Sensor ID LT 69KV 
Comunicação Radio 

161985 164987 

 Sensor ID LT 138KV 
Comunicação Radio 

161983 164985 

 

NOTA: O kit para o identificador de faltas para linha de transmissão aérea deve ser composto por 1 código 

de painel e de 1 código de sensor (deve-se identificar a quantidade de sensores necessários para cada 

aplicação). Ex.: Para uma linha trifásica de circuito simples são necessários 1 painel + 3 sensores e para uma 

linha trifásica de circuito duplo são necessários 1 painel + 6 sensores. 

7.3 Características Técnicas 

Neste capítulo, serão descritas as características técnicas dos materiais que fazem parte do escopo do 

fornecimento desta especificação. O diagrama abaixo apresenta os componentes esperados da solução. 

 

 

Painel 

IED 

Fonte/carregador 

Armazenamento 

de energia 

 
 

 Sensores 

de tensão e 

corrente 

 
 

 Sensores 

de tensão e 

corrente 

Figura 1 - Diagrama da solução 
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7.3.1. Sensores 

Os sensores deverão ser instalados por fase, compondo um conjunto de 3 sensores para cada circuito. O 

sensor deve possuir gancho olhal para fixação do sensor na rede de alta tensão, permitindo a instalação dos 

sensores com utilização de vara de manobra de até 7 metros e luva isolante de segurança, a partir do nível 

do solo, sem necessidade de interrupção do fornecimento de energia. 

O invólucro externo dos sensores deve ser composto de materiais não condutores, como policarbonato, 

polietileno, dentre outros. 

Os sensores devem possuir interface de comunicação sem fio para conexão com o IED com alcance de 

conexão de até 30m. 

Deve possuir indicação da posição adequada da instalação (ex: sentido fonte carga) visível a nível de solo 

(Mínimo 10 metros de altura). Deve ser fornecida etiqueta com o número de patrimônio (número de série) 

ENEL colado no corpo do sensor, de modo a atender os requisitos de operação. A etiqueta deve ser visível a 

nível de solo em situação de baixa luminosidade, o material deve ser validado durante a contratação.  

A tabela abaixo indica as características mínimas dos sensores. 

 

Tabela 2 - Características dos sensores 

Características Tensão de 69/72,5kV Tensão de 138/145kV 

Tensão nominal/máxima de 

operação 
69/72,5kV 138/145kV 

Tensão Suportável de 

frequência industrial (kVef) 
140kV 275kV 

Nível Básico de Isolação (NBI) 325kV 650kV 

Faixa de medição de corrente 5 a 1200A 5 a 1200A 

Suportabilidade de surto de 

corrente 
31,5kA 40kA 

Seção mínima/máxima do 

cabo 
156,9/547,3 mm² 156,9/547,3 mm² 

Temperatura de operação 0 a 65°C 0 a 65°C 

Precisão de medição de 

corrente 
10% 10% 

Alimentação 

Autoalimentado pela 

rede (corrente mínima 

de 5 A) e painel 

fotovoltaico embutido 

no sensor. Deve 

Autoalimentado pela 

rede (corrente mínima 

de 5 A) e painel 

fotovoltaico embutido 

no sensor. Deve 
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possuir ultracapacitor 

ou bateria com 

autonomia de 12 horas 

possuir ultracapacitor 

ou bateria com 

autonomia de 12 horas 

Vida útil da bateria 

No mínimo 2 anos, 

com possibilidade de 

substituição em campo 

No mínimo 2 anos, 

com possibilidade de 

substituição em campo 

Grau de proteção IP65 IP65 

 

7.3.2. IED 

O IED deve ser capaz de gerenciar os sensores em linhas "Bundle" de até 2 cabos por fase. Ou seja, caso 

necessário, o software de parametrização deve permitir o ajuste deste parâmetro. 

 

7.3.2.1. Interfaces 

7.3.2.1.1. Sem fio 

A comunicação entre o IED e os sensores deverá ser realizada através de Rádio Frequência, em frequência 

não regulada e homologada pela ANATEL e possibilitar a comunicação entre os dispositivos com uma 

distância máxima de 30 metros. 

Através da conexão sem fio com os sensores deve ser possível o IED coletar em tempo real as medições das 

grandezas elétricas necessárias para executar todas as funções que serão descritas nos próximos capítulos. 

O IED deve ser capaz de conectar minimamente com 6 sensores para o monitoramento mínimo de dois 

circuitos trifásicos. 

 

✓ Requisitos de pareamento dos sensores  

Caso seja necessário a utilização de nome de rede e senha de acesso para autenticação da rede sem fio, o 

produto fornecido deverá permitir a alteração do nome da rede e senha padrão somente através do software 

de parametrização do equipamento, não sendo permitido a parametrização da rede dos sensores e do IED 

através da rede de rádio frequência. 

A identificação da rede entre o IED e os sensores deve trabalhar no formato oculto, ou seja, não deve ser 

possível identificá-la através de equipamentos de terceiros. 

O endereço de MAC não poderá ser a única forma de autenticação dos sensores a rede do IED.  
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7.3.2.1.2. I/O 

O equipamento deve possuir entradas digitais para monitorar minimamente os status da porta do painel, além 

de alarmes do sistema de alimentação. 

 

7.3.2.1.3. Comunicação 

A remota deve possuir as seguintes portas de comunicação: 

A. Acesso local 

A interface frontal será utilizada para acesso local e deverá permitir realizar todas as configurações e 

gerenciamento do equipamento. 

As características obrigatórias desta interface são: 

 

 

ou 

 

 

Deve ser previsto o fornecido de cabos console para a configuração dos equipamentos, sendo estabelecido 

a quantidade de cabos fornecidos em 10% do total de equipamentos adquiridos durante o processo de 

licitação. 

As características dos cabos consoles são:  

• Para os equipamentos com porta console USB, o cabo a ser fornecido deve ser USB Tipo B, mínimo 

1,5 m de comprimento. 

• Para porta console serial, deve ser fornecido um adaptador USB/Serial e um cabo serial 8 vias, 

mínimo 1,5 m comprimento. O adaptador USB/Serial deve ser compatível com sistema operacional 

Microsoft Windows 10. 

• A interface serial do adaptador USB/Serial deve possuir as seguintes características: 

Tabela 3 - Características da interface local 

Padrão de Comunicação RS232 

Tipo de Conector DB9 macho 

Tipo de Interface DTE (Data Terminal Equipment) 

Taxa de Comunicação 1200 a 115200  

Controle de Fluxo Full-Duplex 
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Bit de controle Configurável 0 ou 1 

Paridade Configurável Ímpar, Par ou 

Nenhum 

 

• Deve ser possível a configuração do equipamento através das interfaces USB versões 1.0, 2.0 e 

3.0. 

B. Interface de configuração remota e comunicação com o sistema de controle 

 

 

Para a interface ethernet as seguintes características são obrigatórias: 

Tabela 4 - Características da interface remota 

Padrão de Comunicação ethernet 

Tipo de Conector RJ45 fêmea 

Taxa de Comunicação (Mbps) 10/100   

Controle de Fluxo Full-Duplex 

 

7.3.2.2. Protocolo de comunicação 

Os protocolos de comunicação deverão seguir uma solução caracterizada por uma alta confiabilidade e 

performance nas suas comunicações. A sua funcionalidade e capacidade de transferência de dados deverão 

estar associadas a uma grande flexibilidade à implementação de futuros upgrades. Os protocolos de 

comunicação deverão seguir uma orientação Standard desde o nível físico até o nível de aplicação, garantindo 

interoperabilidade entre fabricantes diferentes. Para as funções de supervisão e controle, os protocolos, 

baseado nas normas internacionais, utilizados para comunicação entre o sistema supervisório e a remota 

estão listados abaixo: 

A. DNP3 - (Distributed Network Protocol) 

A comunicação para telesupervisão e controle deve suportar a última versão disponível do protocolo DNP3 e 

atender aos seguintes requisitos: 

• Nível de implementação do DNP3.0: Level 2 
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• Camada de Transporte: TCP/IP (configurável) 

• Entradas Digitais (Binary Input): 

o Capacidade do buffer de eventos com estampa de tempo: 120 

o Precisão da estampa de tempo: 1ms 

o Ordem de pontos: Sequencial e configurável pelo usuário 

• Entradas Analógicas (Analog Input): 

o O método de gestão do buffer deve permitir a configuração para envio somente da última 

atualização do valor ou qualidade do ponto. Método conhecido também por 

▪ Last Value 

▪ Most Recent Value 

▪ One event per point 

o Ordem de pontos: Sequencial e configurável pelo usuário; 

• Saídas Digitais (Control Relay): 

o Ordem de pontos: Sequencial e configurável pelo usuário; 

• Suporte às seguintes funções: 

o Confirm 

o Read 

o Write 

o Enable Unsolicited 

o Disable Unsolicited 

o Dir Operate 

o Delay Measurement 

o Record Current Time 

• Suportar os seguintes controles: 

o Reset Link (Data Link Control) 

o Clear Restart (Request Write IIN1.7) 

o Delay Measurement (Obj 52) 

o Write Time Date (Obj 51) 

• Suportar as seguintes interrogações gerais: 

o Binary Input All (Obj 1 Var 0) 

o Analog Input All (Obj 30 Var 0) 

o Counter Input All (Obj 20 Var 0) 

• Suportar as seguintes interrogações de eventos: 

o Class 1 (Obj 60 Var 2) 

o Class 2 (Obj 60 Var 3) 

o Class 3 (Obj 60 Var 4) 

• Suportar o envio de eventos através de mensagens não solicitadas; 

• Deverá apresentar mecanismos para desativação das mensagens não solicitadas após insucesso no 

envio das mesmas; 

• Permitir a configuração dos seguintes parâmetros para configuração do DNP3: 

 

Tabela 5 - Características DNP3 

ITENS DISPONÍVEIS PARA CONFIGURAÇÃO VALORES CONFIGURÁVEIS 

Endereço IP, Máscara e Gateway Definido no pedido de compra 
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Porta/Interface Serial Definido no pedido de compra 

Porta do serviço DNP no TCP 7000 a 65.000 

Endereço DNP do Equipamento 1 a 999 

Endereço DNP de reporte (SCADA) 1 a 999 

Variação padrão para interrogações gerais de entradas digitais Binary Input With Status (Obj 1 Var 2) 

Variação padrão de eventos para entradas digitais 
Binary Input Change With Time (Obj 2 Var 

2) 

Atribuição de Classe ao grupo de entradas digitais 1 

Filtro anti ruído individual para cada entrada digital (debounce) 0 a 100ms [step 5ms] 

Variação padrão para interrogações gerais de entradas 

analógicas 

Analog Input 16Bits With Flag (Obj 30 Var 

2) 

Variação padrão de eventos para entradas analógicas 
Analog Change 16 Bits Event Without Time 

(Obj 32 Var 2) 

Atribuição de Classe ao grupo de entradas analógicas 2 

Banda morta individual para cada entrada analógica 

(deadband) 
Em valores engenharia ou bruto 

Escala individual para cada entrada analógica 

(Multiplicador/Divisor) 
0,001 a 1000 

Faixa zerável individual para cada entrada analógica (supress 

zero) 
Em valores engenharia ou bruto 

Variação padrão para interrogações gerais de contadores 
Counter Input 32Bits With Flag (Obj 20 Var 

1) 

Variação padrão de eventos para contadores 
Counter Input Change 32 Bits Event 

Without Time (Obj 22 Var 1) 

Atribuição de Classe ao grupo de contadores 3 

Sincronismo de data e hora através do protocolo 
Sim, através de solicitação iniciada pelo 

SCADA 
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Habilitar o envio de mensagens não solicitadas 
Sim, com ativação e desativação do 

serviço pelo SCADA 

Habilitar confirmação para mensagens não solicitadas Sim 

Tempo para retransmissão de mensagens não solicitadas 

(Timeout Confirmação) 
1 a 30s [step 1s] 

Quantidade de tentativas de transmissão de mensagens não 

solicitadas 

Sempre 

1 a 60 [step 1] 

Quantidade necessária de eventos para a transmissão de uma 

mensagem não solicitada por classe 
1 a 50 [step 1] 

Idade máxima de um evento para a transmissão de uma 

mensagem não solicitada por classe 
0 a 30s [step 100ms] 

 

7.3.2.3. Segurança Cibernética 

O equipamento deve atender aos requisitos da diretriz de segurança cibernética de OT ICS Cyber Security 

Guideline no. 12 (GICT-SGL_12_V02_ICS OT Security Guideline). 

Ademais, durante o processo de homologação, o software responsável pela parametrização do equipamento 

será submetido a testes de integridade pela equipe de GDS (Global Digital Solutions) da Enel, onde serão 

verificadas a existência de possíveis vulnerabilidades no mesmo. É requisito mandatório para a homologação 

que o software de parametrização seja aprovado pela equipe de GDS. Caso não seja, a homologação será 

paralisada até que o fornecedor realize as adequações solicitadas. 

Define-se o equipamento como o conjunto de hardware e software fornecido. Verificadas possíveis falhas 

físicas ou sistêmicas que comprometam a segurança da informação durante o processo de fornecimento e 

período de implantação, de acordo com as políticas de segurança da informação do grupo ENEL, o processo 

será interrompido imediatamente e um comitê para análise da ocorrência será aberta pelo departamento de 

cyber segurança do grupo ENEL.  

A contratada deve verificar e confirmar se os componentes utilizados estão em sua última versão de 

atualização para o status atual. 

Eventuais dispositivos conectados não necessários ou não relacionados devem ser removidos. 
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7.3.2.4. Funcionalidades 

O equipamento deve possuir minimamente as seguintes funcionalidades de detecção de faltas e eventos: 

• Detecção de faltas por superação de valor de pick-up configurável (por fase); 

• Detecção de faltas por superação de uma variação de di/dt configurável (por fase) com algoritmo para 

evitar atuação por variação de carga normal; 

• Detecção de inversão de fluxo (por fase); 

• Detecção de subtensão configurável (por fase). 

 

7.3.2.5. Parametrização 

Deve ser possível parametrizar o equipamento remotamente através de software a ser fornecido juntamente 

ao dispositivo ou através de interface web. 

Caso seja necessário a utilização de software adicional para configuração do equipamento, o mesmo deverá 

ser fornecido em sua última versão e ser executado no mínimo em sistemas operacionais Microsoft Windows 

10. 

No mínimo os seguintes parâmetros devem ser configuráveis remotamente e localmente: 

• Valor de pick-up; 

• Valor de di/dt; 

• Valor de pick-up para detecção de inversão de fluxo e sentido do fluxo da linha; 

• Valor de pick-up de subtensão 

Além dos parâmetros indicados acima, também dever possível parametrizar pelo menos localmente os 

parâmetros abaixo:  

• Parâmetros de comunicação. 

 

7.3.2.6. Eventos 

O equipamento deve disponibilizar no mínimo os seguintes eventos que devem ser registrados em uma 

memória cíclica de no mínimo 50 eventos com estampa de tempo e através dos protocolos de comunicação 

para o SCADA: 

• Falta transitória por fase; 

• Falta permanente por fase; 

• Inversão de fluxo; 

• Status de comunicação com os sensores; 

• Subtensão por fase; 

• Falha alimentação CA remota. 
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7.3.2.7. Oscilografia 

O equipamento deve ser capaz de gerar oscilografias com os sinais de tensão e corrente medidos no 

momento da falta em formato COMTRADE e os arquivos devem ser baixados remotamente. 

 

7.3.2.8. Firmware 

O IED deve permitir a atualização do firmware de forma remota sem perder os ajustes. 

 

7.3.3. Alimentação 

O painel deverá possuir dois tipos de sistema de alimentação que será definido no processo de compra. 

• Alimentação através de placa fotovoltaica que deve ser fornecida com o painel. 

OU 

• Alimentação através fonte auxiliar CA externa com tensão secundária entre 90 e 250Vac. A fonte 

auxiliar externa não faz parte do fornecimento.  

Ambas as soluções devem disponibilizar ponto de conexão de alimentação CC 12 a 24V, em bornes de 

conexão a mola para conexão dos terminais positivo, negativo e terra, de equipamento de comunicação com 

carga em regime de 13 Watts e de pico de 20 Watts. 

Devem possuir sistema de backup de energia que garanta autonomia de 12 horas para a remota e o 

equipamento de comunicação em caso de falta de alimentação na entrada do painel.  

 

7.3.4. Painel 

O painel deve ser de aço inoxidável AISI 316 ou aço carbono galvanizado a fogo e possuir no mínimo grau 

de proteção IP-65. Deve ser adequado para fixação em postes e estruturas de torres metálicas. 

O painel deve possuir dimensão máxima de 640 mm x 740 mm x 390 mm (C x A x L), espaço interno para a 

instalação de um equipamento de telecomunicações com dimensões típicas de 250mm x 200mm x 50mm (C 

x L x A). Este espaço deve dispor de trilho DIN fixo e centralizado além de cinta velcro para envolver o 

equipamento de comunicação, também deverá permitir acesso a uma canaleta dedicada de 

telecomunicações. 

Também deve possuir saída para o cabo da antena a ser conectado no equipamento de telecomunicações. 

O painel deve possuir flanges em sua lateral para a fixação externa de antenas do tipo BGAN ou similar. 

Deve possuir olhais na parte superior para içamento e suporte durante o processo de instalação. 

Deve possuir gravação com nome do fabricante, número de série do painel, data de fabricação e número 

patrimonial ENEL. 
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Deve ser fornecido suporte para fixação em poste do tipo duplo T ou circular ou em torre de transmissão. O 

tipo de suporte será definido e validado durante o processo de contratação. 

 

7.3.4.1. Acabamento e pintura 

As superfícies metálicas ou metalizadas a serem pintadas terão necessariamente a cor cinza Munsell N 6.5. 

Caso tais superfícies sejam de aço-carbono, deverão ser submetidas a desengraxamento, decapagem e 

fosfatização ou, alternativamente, a jateamento ao metal quase. 

Após um destes dois processos de preparação ter sido executado, as superfícies externas deverão receber 

duas ou mais demãos de primer a base de epóxi-poliamida, com espessura mínima de 40 μm por demão. O 

acabamento final compreenderá pelo menos duas demãos de tinta esmalte sintético alquídico ou poliuretano 

alifático, na cor acima especificada, com espessura mínima de 35 μm por demão. 

Caso as superfícies sejam revestidas com zinco, a primeira demão deverá ser de tinta epóxi isocianato (shop-

primer) com espessura de 10 μm a 20 μm, após o que receberão pintura conforme descrito anteriormente. 

Durante o processo de avaliação de protótipo ou lote em recebimento, o fornecedor deve apresentar 

certificado de caracterização da tinta aplicada. 

 

7.3.5. Características ambientais 

O equipamento deve ser adequado para operar com as seguintes caraterísticas ambientais: 

• Temperatura de operação: 0 a 65°C; 

• Umidade: 93%. 

 

7.4 TCA 

Para o fornecimento dos equipamentos às distribuidoras do grupo ENEL no Brasil, o equipamento deve passar 

pelo processo de TCA (GSCG002) e ser aprovado nos ensaios listados nesta especificação. 

 

7.5 Ensaios 

Os ensaios contidos nos capítulos 7.5.4 e 7.5.5 serão realizados nos laboratórios da ENEL. 

Já os ensaios contidos no capítulo 7.5.6 serão realizados em todos os locais onde a ENEL possua 

distribuidora de energia elétrica no Brasil. Para todos os casos o fornecedor deverá enviar uma unidade do 

equipamento para os testes, com custos do equipamento e frete de responsabilidade do fornecedor. 

Todos os custos destes ensaios realizados nos laboratórios da Enel serão de responsabilidade do fornecedor. 
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7.5.1. Ensaios de tipo 

O equipamento deve ter sido submetido aos ensaios listados abaixo em laboratórios acreditados. 

7.5.1.1. Painel e IED 

• NBR 6323 – Produto de aço ou ferro fundido revestido de zinco por imersão a quente – Especificação; 

• NBR 7399 – Produto de aço ou ferro fundido revestido de zinco por imersão a quente – Verificação 

da espessura do revestimento por processo não destrutivo – Método de ensaio; 

• NBR 7400 – Produto de aço ou ferro fundido revestido de zinco por imersão a quente – Verificação 

da uniformidade do revestimento – Método de ensaio; 

• NBR 11003 Tintas – Determinação da aderência – Método de ensaio; 

• Ato nº 243, de 08 de fevereiro de 2018 - Requisitos técnicos para avaliação de conformidade de 

transmissores e receptores monocanais - ANATEL. 

• ABNT NBR IEC 60529 - Graus de proteção para invólucros de equipamentos elétricos (código IP); 

• IEC 60068-2-2 – Calor seco; 

• IEC 60068-2-30 – Calor úmido 

• NBR IEC 61000-4-2 - Parte 4-2: Ensaios e técnicas de medição — Ensaio de imunidade de descarga 

eletrostática; 

• NBR IEC 61000-4-3 - Compatibilidade eletromagnética (EMC) - Parte 4-3: Técnicas de ensaio e 

medição - Ensaio de imunidade de campo eletromagnético de radiofrequência irradiado; 

• NBR IEC 61000-4-4 - Compatibilidade eletromagnética (EMC) - Parte 4-4: Ensaios e técnicas de 

medição - Ensaio de imunidade a transiente elétrico rápido/salva; 

• NBR IEC 61000-4-5 - Compatibilidade eletromagnética (EMC) - Parte 4-5: Ensaios e técnicas de 

medição — Ensaio de imunidade a surtos; 

• NBR IEC 61000-4-6 - Compatibilidade eletromagnética (EMC) - Parte 4-6: Técnicas de medição e 

ensaio — Imunidade a perturbação conduzida, induzida por campos de radiofrequência; 

• IEC 61000-4-8 - Compatibilidade eletromagnética (EMC) - Part 4-8: Testing and measurement 

techniques – Power frequency magnetic field immunity test; 

• IEC 60255-21-1 – Electrical relays – Vibration, shock, bump and seismic tests on measuring relays 

and protection equipment – Section One: Vibration tests (sinusoidal); 

• IEC 60255-5 Electrical Relays. Part 5: Insulation Coordination for Measuring Relays and Protection 

Equipment - Requirements and Tests;  

• IEC 60255-22 Electrical Relays. Part 22: Electrical Disturbance Tests for Measuring Relays and 

Protection Equipment; 

• IEC 60255-27:2013 - Measuring relays and protection equipment - Part 27: Product safety 

requirements; 
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7.5.1.2. Sensores 

• NBR IEC60060-1-2013 - Técnicas de ensaios elétricos de alta tensão - Parte 1: Definições gerais e 

requisitos de ensaio; 

• IEEE C37.04-2018 – Sensor para 138/145kV – Parâmetros Tabela 16, linha 6 por 50ms; 

• IEEE C37.04-2018 – Sensor para 69/72,5kV – Parâmetros Tabela 12, linha 6 por 50ms; 

• NBR 5310 - Materiais plásticos para fins elétricos - Determinação da absorção de água; 

• ASTM G155:2013 – Ensaios de envelhecimento acelerado; 

• Ato nº 243, de 08 de fevereiro de 2018 - Requisitos técnicos para avaliação de conformidade de 

transmissores e receptores monocanais - ANATEL. 

• ABNT NBR IEC 60529 - Graus de proteção para invólucros de equipamentos elétricos (código IP); 

• IEC 60068-2-2 – Calor seco; 

• IEC 60068-2-30 – Calor úmido 

• NBR IEC 61000-4-2 - Parte 4-2: Ensaios e técnicas de medição — Ensaio de imunidade de descarga 

eletrostática; 

• NBR IEC 61000-4-3 - Compatibilidade eletromagnética (EMC) - Parte 4-3: Técnicas de ensaio e 

medição - Ensaio de imunidade de campo eletromagnético de radiofrequência irradiado; 

• NBR IEC 61000-4-4 - Compatibilidade eletromagnética (EMC) - Parte 4-4: Ensaios e técnicas de 

medição - Ensaio de imunidade a transiente elétrico rápido/salva; 

• NBR IEC 61000-4-5 - Compatibilidade eletromagnética (EMC) - Parte 4-5: Ensaios e técnicas de 

medição — Ensaio de imunidade a surtos; 

• NBR IEC 61000-4-6 - Compatibilidade eletromagnética (EMC) - Parte 4-6: Técnicas de medição e 

ensaio — Imunidade a perturbação conduzida, induzida por campos de radiofrequência; 

• IEC 61000-4-8 - Compatibilidade eletromagnética (EMC) - Part 4-8: Testing and measurement 

techniques – Power frequency magnetic field immunity test; 

• IEC 60255-21-1 – Electrical relays – Vibration, shock, bump and seismic tests on measuring relays 

and protection equipment – Section One: Vibration tests (sinusoidal); 

• IEEE C37.13.5-2019 

o Item 10.2.2; 

o Item 10.3; 

o Item 10.5; 

o Item 10.6; 

o Item 10.8; 

o Item 10.10. 
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7.5.2. Ensaios de Rotina 

Todos os identificadores de faltas fornecidos, após o processo de TCA, deverão ser submetidos no mínimo 
aos ensaios de rotina descritos abaixo: 
 

• Identificação de falta transitória; 

• Identificação de falta permanente; 

• Detecção de inversão de fluxo; 

• Captura de eventos; 

• Captura de oscilografia; 

• Envio de eventos através de protocolo; 

• Ensaio de tensão aplicada; 

• Ensaio de leitura de medições; 

• IEEE C37.13.5-2019 

o Item 7.1; 

o Item 7.2; 

o Item 7.4; 

o Item 7.5; 

 

Todos os equipamentos que forem fornecidos devem conter seus respectivos relatórios com os resultados 

dos ensaios de rotina. 

 

7.5.3. Ensaios de recebimento 

Deverão ser realizados os ensaios abaixo na quantidade de amostras definidas de acordo com a Tabela 6. 

 

• Inspeção visual (consiste na verificação das características externas do identificador de falta e dos 

seus acessórios, conforme os desenhos que foram aprovados); 

• Verificação da camada de zinco do suporte, conforme ABNT NBR 7397, ABNT NBR 7398, ABNT 

NBR 7399 e ABNT NBR 7400; 

• Teste com imã permanente em todas as superfícies do painel de aço inox, onde o imã não poderá 

grudar em nenhuma das faces.  

• Todos os ensaios do item 7.5.2. 

 

7.5.4. Ensaios funcionais 

O identificador de faltas será submetido no mínimo aos testes descritos no capítulo 7.5.2. 
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7.5.5. Ensaios para análise do protocolo de comunicação 

O identificador de faltas será submetido a testes com o analisador de protocolo de comunicação afim de 

verificar o correto envio de informações ao sistema supervisório. 

 

7.5.6. Ensaios de integração 

Após os ensaios de análise do protocolo de comunicação, o identificador de faltas será submetido a testes de 

integração com o sistema supervisório, em cada localidade onde a ENEL possua distribuidora de energia 

elétrica no Brasil, validando a aquisição de pontos e o controle remoto. 

 

7.5.7. Homologação do software 

O software de parametrização do dispositivo será submetido ao processo de homologação pela área de GDS 

da Enel. 

 

7.6 Amostragem para Ensaios de Recebimento 

Os ensaios de recebimento devem ser feitos em amostras formadas conforme Tabela 6. 

 
Tabela 6 - Plano de Amostragem Dupla (Nível de Inspeção I, NQA 4%) 

Tamanho do 
Lote  

1ª Formação  2ª Formação  
Amostras  Ac 1  Re 1  Amostra  Ac 2  Re 2  

até 10 1  -  1  -  -  -  
11 a 50  2  0  1  -  -  -  

51 a 150  3  0  1  -  -  -  
151 a 500  5  0  1  -  -  -  
501 a 1200  8  0  2  8  1  -  

  

• Ac1 = Número máximo de unidades reprovadas, que permite aceitação do lote;  

• Re1 = Número mínimo de unidades reprovadas, que obriga rejeição do lote;  

• Ac2 = Número máximo de unidades reprovadas, encontrados nas duas amostras acumuladas, que 

permite aceitação do lote;  

• Re2 = Número máximo de unidades reprovadas, encontrados nas duas amostras acumuladas, que 

obriga rejeição do lote.  

• Se o número de unidades reprovadas na primeira amostra for maior que Ac1 e menor que Re1 deve-

se formar uma segunda amostra;  

• Qualquer unidade reprovada que faça parte do lote aceito deve ser excluída do mesmo;  
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• Entende-se por unidade reprovada aquela que não satisfaz o resultado de qualquer um dos ensaios.  

 

7.7 Treinamento 

O fornecedor deve prever treinamento para 20 colaboradores próprios e/ou contratados, divididos em duas 

turmas. 

A data do treinamento será definida em comum acordo entre a área de desenvolvimento de redes e o 

fornecedor. O treinamento deverá ser agendado com antecedência mínima de 30 dias corridos. 

O conteúdo abordado no Treinamento deve conter no mínimo, os seguintes tópicos:  

• Apresentação, princípio de funcionamento e uma visão geral do equipamento, cobrindo todos os 

detalhes de sua operação;  

• Apresentação do procedimento de instalação e remoção do equipamento;  

• Apresentação da parametrização do equipamento; 

• Apresentação do modo de extração de eventos local e remotamente. 

 

7.8 Garantia 

A garantia deve estar de acordo com a descrição abaixo: 

 

• 24 meses após a entrega dos equipamentos nas instalações da ENEL Grids. 

8. ANEXOS  

8.1 GICT-SGL_12_V02_ICS OT Security Guideline 

8.2 Características Técnicas Garantidas – CTG (planilha em anexo) 


MAT-PMCB-EeA-2022-2261-EDBR

		CÓDIGO DE MATERIAL		Normas de Construção		Ensaios		Seção mínima/máxima do cabo (mm²)		Faixa de medição de corrente		Suportabilidade de curto		Nível de tensão		Tipo de Alimentação Sensores		Características do backup de energia		Grau de proteção		Quantidade de sensores conectados		Porta de comunicação remota		Porta de comunicação local		Protocolo de comunicação		Funcionalidades		Tipo de alimentação painel		Painel		Treinamento		Garantia

		161986		MAT-PMCB-EeA-2022-2261-EDBR		Conforme seção 7.5		NA		NA		NA		NA		NA		NA		NA		No mínimo 6		ETH RJ45		Conforme Seção 7.3.2.1.3		DNP3		Conforme ET		Placa fotovoltaica		Conforme seção 7.3.4		Conforme seção 7.7		Conforme seção 7.8

		164992		MAT-PMCB-EeA-2022-2261-EDBR		Conforme seção 7.5		NA		NA		NA		NA		NA		NA		NA		No mínimo 6		ETH RJ45		Conforme Seção 7.3.2.1.3		DNP3		Conforme ET		Placa fotovoltaica		Conforme seção 7.3.4		Conforme seção 7.7		Conforme seção 7.8

		161984		MAT-PMCB-EeA-2022-2261-EDBR		Conforme seção 7.5		NA		NA		NA		NA		NA		NA		NA		No mínimo 6		ETH RJ45		Conforme Seção 7.3.2.1.3		DNP3		Conforme ET		TP auxiliar		Conforme seção 7.3.4		Conforme seção 7.7		Conforme seção 7.8

		164986		MAT-PMCB-EeA-2022-2261-EDBR		Conforme seção 7.5		NA		NA		NA		NA		NA		NA		NA		No mínimo 6		ETH RJ45		Conforme Seção 7.3.2.1.3		DNP3		Conforme ET		TP auxiliar		Conforme seção 7.3.4		Conforme seção 7.7		Conforme seção 7.8

		161985		MAT-PMCB-EeA-2022-2261-EDBR		Conforme seção 7.5		156,9/547,3 		5 a 1200A		31,5kA		69/72,5kV | 140kV | 325kV		Conforme Tabela 2 da ET		Conforme Tabela 2 da ET		IP65		NA		NA		NA		NA		NA		NA		NA		Conforme seção 7.7		Conforme seção 7.8

		164987		MAT-PMCB-EeA-2022-2261-EDBR		Conforme seção 7.5		156,9/547,3 		5 a 1200A		31,5kA		69/72,5kV | 140kV | 325kV		Conforme Tabela 2 da ET		Conforme Tabela 2 da ET		IP65		NA		NA		NA		NA		NA		NA		NA		Conforme seção 7.7		Conforme seção 7.8

		161983		MAT-PMCB-EeA-2022-2261-EDBR		Conforme seção 7.5		156,9/547,3 		5 a 1200A		31,5kA		138/145kV | 275kV | 650kV		Conforme Tabela 2 da ET		Conforme Tabela 2 da ET		IP65		NA		NA		NA		NA		NA		NA		NA		Conforme seção 7.7		Conforme seção 7.8

		164985		MAT-PMCB-EeA-2022-2261-EDBR		Conforme seção 7.5		156,9/547,3 		5 a 1200A		31,5kA		138/145kV | 275kV | 650kV		Conforme Tabela 2 da ET		Conforme Tabela 2 da ET		IP65		NA		NA		NA		NA		NA		NA		NA		Conforme seção 7.7		Conforme seção 7.8
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199.51



										Fornecedor: 



										Código: 		164985



										Data: 







				ENEL - Tabela de Características Garantidas 								PM-Br 199.51



				Item		Descrição		Requerido		Dados declarados pelo Fabricante
(caso não relevante indicar "---")		Observações do Fabricante
(adicione observações, se necessário)

						Características Gerais

				1		Normas de Construção		MAT-PMCB-EeA-2022-2261-EDBR

				2		Ensaios		Conforme seção 7.5

						Sensores

				3		Seção mínima/máxima do cabo (mm²)		156,9/547,3 

				4		Faixa de medição de corrente		5 a 1200A

				5		Suportabilidade de curto		31,5kA

				6		Nível de tensão		138/145kV | 275kV | 650kV

				7		Tipo de Alimentação		Conforme Tabela 2 da ET

				8		Características do backup de energia		Conforme Tabela 2 da ET

				9		Grau de proteção		IP65

						Painel/IED

				10		Quantidade sensores conectados		NA

				11		Porta de comunicação remota		NA

				12		Porta de comunicação local		NA

				13		Protocolo de comunicação		NA

				14		Funcionalidades		NA

				15		Tipo de alimentação Painel		NA

				16		Painel		NA

						Treinamento

				17		Treinamento		Conforme seção 7.7

						Garantia

				18		Garantia (meses)		Conforme seção 7.8



				IMPORTANTE:

				Este modelo é usado para avaliar a conformidade de uma proposta técnica (exclusivamente do ponto de vista técnico) durante o processo de licitação.
Os desvios não são, em princípio, aceitáveis. Qualquer desvio ou abordagem diferente da especificação técnica  / Folha de dados deve ser declarada e explicitamente destacada para ser avaliada no processo de licitação.
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DOCUMENT AIMS 


The goal of this document is to define the security controls for Enel Industrial Control Systems. 


VERSION MANAGEMENT 


 


Version Data Main changes description 


1 11/09/2017 Issuing of Cyber Security Guideline: “ICS OT Security Guideline” 


2 01/10/2019 Issuing of second edition  


REFERENCES AND BIBLIOGRAPHY 


[1] Policy n. 17 – “Cyber Security Framework” 


[2] Policy n. 358 – “Cyber Security in Industrial Control Systems” 


[3] Operating Instruction n. 944 – “Cyber Security Risk Management Methodology” 


[4] Organizational Procedure n. 204  – “CERT – Cyber Emergency Readiness Team” 


[5] Policy n. 25 – “Management of Logical Access to IT Systems”  


[6] Guideline – “Wireless Security Guidelines” 


[7] Guideline n. 7 – “IT Security Guidelines - APPLICATIONS” 


[8] Guideline n. 10 – “Infrastructural Security Guidelines” 


[9] Guideline n. 5 – “Whitelisting as Anti-Malware Software Standard on ICS/SCADA Windows  platforms” 
 
Whole set of Enel Cyber Security Guideline available at this link https://go.enel.com/Cyber_Security_Guidelines 


 
EXTERNAL REFERENCES AND BIBLIOGRAPHY 


[10] ISO/IEC 27001:2013 - Information technology - Security techniques - Information security management 
systems - Requirements 


[11] NIST Special Publication 800-53 rev.4 “Security and Privacy Controls for Federal Information Systems 
and Organizations” 


[12] NIST Special Publication 800-82 rev.2 “Guide to Industrial Control Systems (ICS) Security” 


[13] NIST Special Publication 800-63-2 “Electronic Authentication Guideline” 


[14] NIST Special Publication 800-57 part1 rev.4 “Recommendation for Key Management” 


[15] NERC CIP v5 “Critical Infrastructure Protection” standard framework 


[16] IEC62443 “Security for industrial automation and control systems” series 


[17] IEC62351 “Power Systems management and associated information exchange – Data and 
communications security”  series 
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ACRONYMS AND DEFINITIONS 


The complete list of acronyms and definitions is reachable on the Cyber Security section of intranet site: 
intranet.enel.com/en-us/Initiative/Documents/GICT_CSD/SGTR/7_GICT-DaA_v02_DefinitionsAndAcronyms.pdf. 
 


Terms Definitions 


ACL Access Control List 


AD Enel centralized Directory Service (e.g. Microsoft Active Directory Service) 


AES-CCMP Advanced Encryption Standard - Counter Mode CBC-MAC Protocol 


BIA Business Impact Analysis 


DB Database 


DES Data Encryption Standard 


DMZ Demilitarized Zone (Network) 


DNS Dynamic Name System  


DR Disaster Recovery 


DS Distribution System 


FTP File Transfer Protocol 


HIDS Host Intrusion Detection System 


HIPS Host Intrusion Prevention System 


HMI Human-Machine Interface 


http Hyper-Text Transfer Protocol 


HW Hardware 


ICMP Internet Control Message Protocol 


ICS 
Industrial Control System (SCADA, IED, facility Control Systems and related network and 
security infrastructures). This acronym is intended to define the same environment as 
IACS acronym used in some referenced documents. 


IDS Intrusion Detection System 


IP Internet Protocol 


LDAP Lightweight Directory Access Protocol 


NTP Network Time Protocol System 


O&M Operation and Maintenance 


OPC Open Platform Communications 


OPC DA Open Platform Communications Data Access 


OS Operating System 


OWASP Open Web Application Security Project 


PDU Power Distribution Units 


PKI Public Key Infrastructure 


PLC Programmable Logic Controller 


RBAC Role-Based Access Control 


SAN Storage Area Network 


SCADA Supervisory Control And Data Acquisition 


SOAP Simple Object Access Protocol 


SOC Security Operation Center 


SPI Stateful Packet Inspections 


SQL Structured Query Language 



https://intranet.enel.com/en-us/Initiative/Documents/GICT_CSD/SGTR/7_GICT-DaA_v02_DefinitionsAndAcronyms.pdf
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SW Software 


TCP/IP Transmission Control Protocol / Internet Protocol 


TLS Transport Layer Security 


UDP User Datagram Protocol 


VM Virtual Machine 


VPN Virtual Private Network 


 


1. EXECUTIVE SUMMARY 


The purpose of this document is to highlight Enel security requirements related to Cyber Security in Industrial 
Control Systems.  
 
The security controls on this document have been selected after carefully considering the following external 
standards and guidelines: 


 NIST Cyber Security Framework 
 ISO/IEC 27001:2013  


 ISO/IEC 27002 and ISO/IEC 27019 focused on the Smart Grid 


 NIST SP 800-82 


 NIST SP 800-53 


 NIST SP 800-57 


 NISTIR 7628 Smart Grid Security Guidelines 


 NERC CIP 


 IEC 62351 


 IEC 62443 
 
Being Enel part of the working group 15 of the IEC TC 57 for the development of the IEC 62351 standard, the 
selected controls prescribe the compliance to the cited standard wherever applicable and feasible (e.g. for 
communication protocols and data flows). 


2. INTRODUCTION 


2.1. Scope and Objectives 


This document contains cyber security controls for Industrial Control Systems (ICS) in Operational Technology 
(OT) for Enel. The objective is to improve the security level of both new and revised projects and systems, 
thus reducing security risks. 
 
The document covers the following security areas: 


 Configuration and project Management 


 HW Systems and Networking Equipment 


 Virtualization 


 System Configuration 


 Threat and Vulnerability Management 


 Network Infrastructures 


 Centralized Remote Access 


 Access Control 


 Auditing 


 Monitoring 


 Network Communications Security 
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 Secure Software Coding 


 Backup and Disaster & Recovery 


 Guidance documents 


 Maintenance and Warranty requirement; 


 Security Design 


 Secure disposal or reuse. 
 
In particular, some security requirements for virtualization of workstations, servers and storage has been 
introduced, as this new technology continues to grow within the control system environment. The virtualization 
implies sharing of system and network resources and create potential mixed trust environments that can affect 
the security posture of control systems. 
This document applies to all new systems or systems that are subjected to significant modifications and it is 
the challenging target to reach for having mature “Cyber-secured” systems and applications. 
This document applies also to Bulk Electric Systems according to NERC-CIP v.5. 


2.2. Critical Systems 


This document often uses the term “Critical ICS system” mostly whenever describing advanced controls. This 
term relates to a system that performs operations on DCS, PLC, SCADA and control systems that are part of 
Enel “core” processes and are indicated as “Maximum Impact” 4 or 5 from the BIA results.  


2.3. Protection Levels 


The level of protection within each category to be selected and applied, shall be chosen based on the BIA 


results “Maximum Impact”. Therefore, the Protection Level is divided in:  


 Baseline - mandatory, “default”, minimum required security for every Enel Control Systems. 


 Advanced – additional enhanced controls that shall be considered and implemented when BIA 


“Maximum Impact” is set to 4 and 5.  


2.4. Applicability 


To facilitate the identification of controls and cyber measures to be included in technical specifications for 


procurement and project design purposes, each control has been provided with this categorization: 


 Supply [S] requirements which relate to product/system specification (even if only devices are 


provided) or to “one-time” project development, “one-time” activities/services or “one-time” supplies. 


 Maintenance [M] requirements which relate to recurrent activities such as infrastructure operation, 


maintenance, updating services, monitoring services or configurations.  


Despite this categorization, Enel units that are responsible for the ICS systems are however the final 


accountable for all requirements implementation. 
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3. CONTROLS 


3.1. Configuration and project management 


The following requirements are baseline for Configuration management. 


[R1] [M]  Configuration management policies and procedures shall be in place to 
control modifications to hardware, firmware, software, and documentation, to ensure all 
ICS systems are protected against improper modifications prior to, during, and after 
system implementation. 


[R2] [M] Configuration management procedures shall identify and detail which 
components are part of each ICS architecture, gathering component type (including 
network components, PLC, RTUs, Controllers, Gateways), their function, serial numbers, 
respective HW/SW vendor, firmware versions, OS versions, software applications 
installed, version information, license information, patch level, HW/SW configuration, 
physical location of the assets, etc. An Enel inventory Template file to be filled up, or an 
access to a central Configuration Management Database will be provided in order to 
record this information. 


[R3] [M] Configuration management information for all ICS systems shall be collected 
and stored in a central Configuration Management Database, to allow controlling 
modifications to hardware, firmware, software, and documentation. 


[R4] [M] Access to configuration settings of ICS operational equipment and to the 


Configuration Management Database for ICS systems shall be restricted to authorized 
personnel only. In any case, modifications to the configuration settings of ICS operational 
equipment shall be fully documented and the configuration management database shall 
be promptly updated to reflect the modifications. 


[R4.1] [S]  For any new ICS project and solution, or in case of a substantial change of 
existing ICS solution, a Cyber Security Business Impact Analysis / Risk Assessment shall 
be performed at the design phase according reference [3] so to have a guidance for the 
required protection measures to be implemented. 


[R4.2] [S,M]  Suppliers shall support Enel personnel during the execution of risk analysis 
and Cyber Security Assurance Checks (e.g., penetration test, ethical hacking, 
vulnerability assessment) activities performed through Enel tools. Suppliers shall also 
participate to the definition of the remediation plan to mitigate the outcoming 
vulnerabilities in coherence with Enel defined cyber security target risk posture. 


 
 


3.2. HW Systems and networking equipment 


The following requirements are baseline for HW systems and networking equipment. 


[R5] [S,M]  IP addressing plan of internal ICS network shall be agreed with Enel and must 
be compatible and not overlapping with the other worldwide Enel network segments (eg. 
services as EPP, DNS, NTP, PKI...). This requirement applies to services that must be 
announced/exposed outside the local ICS Network. 


[R6] [S]  All network devices (hubs, switches, routers, network balancers, etc.) 
belonging to the ICS architecture must be “managed-type”. Furthermore they, as well as 
related network security devices (e.g. Firewalls, IDS), might be initially configured by 
provider only in accordance with Enel project manager indications. 


[R6.1] [M]  All network devices (e.g. hubs, switches, routers, network balancers) 
belonging to the ICS architecture as well as related network security devices (e.g. 
Firewalls, IDS), even if initially installed and configured by suppliers, shall be managed 
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by Enel once in operation. This could be achieved either through Enel internal 
personnel/unit or through external suppliers. In this latter case, a proper maintenance 
contract managed by Enel internal personnel shall exists, and shall include at least the 
following Scope of Work: 


a. Change and configuration management process, including backup of the systems 
configuration 


b. Recurrent patch/versioning management 


c. HW and SW Maintenance 


d. Health and Performance management (monitoring) 


e. Documentation requirements. 


f. Rules and Signatures management (in case of network security devices) 


[R6.2] [S]  All routing/switching network devices (hubs, switches, routers) of new 
provision shall be equipped with the traffic mirror feature. 


[R7] [S]  In case the ICS is or will be working in harsh environment (i.e. subjected to 
chemical, mechanical, radiative, temperature stresses), any hardware and networking 
equipment must be of industrial grade type, able to work under the specific harsh 
conditions identified. In addition, they must comply with national regulations in term of 
quality, electromagnetic pollution and immunity, and they should not use fans for cooling 
but use passive heat dissipation solutions. 


[R8] [S] ICS systems must be provided in fault-tolerance configuration preferably including 
spare “hot stand-by” replacement to be automatically activated when needed. 


 


3.3. Virtualization 


The following baseline controls are baseline and required when implementing virtualization in control system 
environments: 


[R9] [S]  VM Host hypervisors running control system applications (e.g., ESX, Hyper-
V) shall be physically separated and dedicated to ICS Systems, i.e. they shall host only 
VM Guests running control systems applications. 


[R10] [S]  Virtual storage / SAN for the control system applications shall be physically 
separated from that used for non-ICS Systems. In other words, placement of control 
system data on virtual storage environments which also contain data for general business 
functions shall not be allowed. 


[R11] [S]  VM Host hypervisor shall be considered to have a level of criticality consistent 
with the most critical system that is hosted on it, as a compromise of the VM Host 
hypervisor may potentially lead to a compromise of all hosted systems. Therefore, the 
selection of security controls for that VM Host shall be consequent. 


 
The following controls are advanced requirements for the virtualization of ICS systems. 


[R12] [S,M] Virtual mixed trust environments are not appropriate, and therefore physical 
system should be used where possible. Whenever, virtualized environments for ICS are 
required, then VM Hosts Hypervisor shall only host VM guests that are part of the same 
ICS System or that are part of ICS systems with an equal level of criticality. [Apply to 
BIA level 4 and 5] 
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3.4. System Configuration 


The requirements in this section are all baseline for system configuration (unless otherwise stated). 


3.4.1. Services and Programs  


[R13] [S]  During the design phase of new ICS systems or solutions (or when substantial 
changes are implemented in existing ones), suppliers shall provide documentation of the 
services required for each system in scope of supply that has to be kept updated up to 
the hand-over stage. The documentation must include: 


a. Applications, utilities, scripts, configuration files, databases and all other software 
supplied including revisions and patches. 


b. Network and system networking services for all supplied devices, dependencies, 
TCP and UDP ports used in different data flows and target systems identification. 


c. Any other configurations needed and/or applied to network and system devices. 


d. The architecture and networking diagrams with data flows and IP addresses 
previously agreed with Enel in the design phase. 


e. Any patching activity on the production environment has to be documented and 
recorded. 


f. TCP/IP protocols, ports and services required for normal operation.  


g. Any other ports and services required for emergency operation.  


h. The list of peer hosts and/or networks involved in the communication, including 
the related IP addresses (whenever known). The list shall also include an 
explanation or cross reference to justify why each service is necessary for 
operation.  


i. When a new baseline image of the SW has to be created and handed over to 
Enel. 


j. Access credentials and user Roles, including system management credentials 
(e.g. BIOS, firmware, management interfaces) to be provided in confidential way. 


k. Vulnerability free declaration including the list and description of the vulnerability 
checks performed.  


[R14] Version 1 requirement - superseded 


[R15] [S,M]  ICS Systems shall be free of all software components not required for the 
operation of the industrial process. Documentation of removed/disabled components 
shall exist and kept updated. The software to be removed and/or disabled shall include 
(but not limited to) the following: 


a. Games; 


b. Device drivers for network devices not delivered; 


c. Network scanners, sniffers or analysers (e.g. TcpDump, Ethereal/Wireshark, 
Nessus, Nmap, etc.); 


d. Messaging services (e.g., MSN, AOL IM); 


e. Servers or clients for unused internet services (Telnet, FTP, Gopher, etc.); 


f. Web Browser whenever possible (e.g. when browser is unremovable part of 
operating system) and not required for the operation; 
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g. Software compilers (e.g. gcc, g++, Visual Studio, Java, etc.), Software 
Development Kits (Java SDK, Windows SDK, etc.) and other unnecessary 
development tools (e.g. make, rdist, git, etc.) in all user workstations and servers 
except when actually required (e.g. development workstations and servers); 


h. Java Runtime Environment (unless really needed), Microsoft Silverlight, Adobe 
Flash Player and other unnecessary runtime environments; 


i. Unused code interpreters (e.g. perl, python, tcl/tk, awk, powershell, etc.) in all user 
workstations and servers except for development workstations and servers; 


j. Unused networking services; 


k. Unused administrative utilities, diagnostics, network management, and system 
management functions; 


l. Backups of files, databases, and programs used only during system development 


m. All unused data and configuration files; 


n. Sample programs and scripts. 


o. Unused document processing utilities (Microsoft Word, Excel, PowerPoint, Adobe 
Acrobat, OpenOffice, etc.); 


p. Autorun features for removable media and device has always to be disabled on 
SCADA servers and HMIs. 


The following controls are advanced requirements for Services and Programs. 


[R15.1] [S,M]  ICS systems shall be initially designed to have HIDS (e.g. activating the right 
module on Enel Antivirus package) and possibly Local machine personal firewall 
activated or similar measures in cases where this is not  technically possible 


3.4.2. System Permissions and User Accounts 


[R16] [S,M]  All the ICS computerized systems shall be configured with least privilege file 
and account access and be provided with the documentation of the configuration. 


[R17] [S,M]  Wherever technically possible the well-known privileged local accounts 
(Administrator, Guest etc) shall be disabled, removed or renamed to not guessable 
account names. The list of the involved accounts and the actions to be performed on 
them shall be agreed with Enel. 


[R17.1] [S,M]  All automatic authenticated network shares are not allowed among ICS 
Systems unless strictly necessary for the ICS to operate. For the ones really needed for 
the ICS to operate, shares shall be accessible only through non-administrative and 
specifically authorized user accounts. 


[R18] [S,M]  Default privileged accounts that cannot be disabled or removed for technical 


reasons must be managed in a secure way: assigned to a specific person and not used 
for normal day by day activity, the password must be changed and preserved in a secure 
location.  


 
 


3.4.3. Operating Systems, Applications, and Third-Party Software Updates 


[R19] [S,M]  Unnecessary hardware components shall be physically disabled or removed 
and kept in this state, in order to minimize the chance of possible unwanted ICS systems 
changes performed by any malicious software. This requirement applies for instance to 
USB ports, CD/DVD drives, and other removable media devices. Hardware configuration 
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activities may include configuring the network devices to limit access from only specific 
locations (e.g., IP filtering) or requiring additional verification of user credentials (e.g., 
password, personal identification number [PIN], crypto key, or token). Where feasible, all 
ICS hardware components shall be physically locked in order to prevent physical 
unauthorized access. 


[R20] Version 1 requirement - superseded 


[R21] [S]  ICS SW on ICS systems shall be supplied updated to the latest security patch 
level available, after having performed patches validation and certification with SW 
vendors to avoid any possible malfunctioning of the industrial process. This requirement 
applies to all type of firmware, operating systems, applications and third-party software. 
The continuous and recurrent patching requirements are described in chapter 3.5.3 


[R22] [S]  At first supply ICS systems must be provided free of any known (at the date 
of supply) security vulnerability for all the software packages provided. If any known 
vulnerability exists and the corresponding mitigation solution is not yet available, suppliers 
shall provide a notification with full information to Enel and shall commit to mitigate it 
before the project ends. 


[R22.1] [S]  When Windows based ICS Systems are first supplied, each virtual or physical 
OS installation must have its own unique SID (Security IDentifier). Systems cloning during 
the installation is allowed but only if a Sysprep preparation activity is performed. 


 
 


3.5. Threat and Vulnerability Management 


The requirements in this section are all are baseline for threat and vulnerability management, unless otherwise 
stated. 


3.5.1. Vulnerability Assessment 


[R23] [S]  Before the installation of any new (never used before) ICS system, suppliers 
might be requested to provide, for a limited period of time, a reduced but fully featured 
version of equipment and SW in the scope of supply to be installed in a test Enel Lab 
environment (e.g. Enel Cyber Security Lab) and have to allow a Cyber Security 
Assurance Check to be performed by Cyber Security Enel (even by mean of its 
contracted partners). Where the case, vulnerabilities results, and mitigation indications 
will be shared with suppliers which have to commit (at no additional cost) to implement 
the related remediations on the supply in scope before the hand-over to Enel, or to 
provide a remediation plan to implement such changes in a timeframe negotiated with 
Enel. A final Enel Cyber Security Assurance check will be performed to prove the 
effectiveness of the remediation before the production deployment.  


[R23.1] [S,M]  For existing ICS Systems, suppliers shall agree in advance that Cyber 
Security Enel (even by mean of its contracted partners), may perform, at its discretion,  a 
Cyber Security Assurance Checks on ICS systems in a test environment (when 
available), or in a production environment (where the check will be performed in a way to 
avoid any adverse effects). The test environment (when available), shall reproduce the 
baseline configuration of the ICS System in the production environment. 


[R23.2] [S,M]  After the Cyber Security Assurance Check [R23.1] the results shall be 
documented including differences between the test environment and the production 
environment. Using this report, within the provisioning of the maintenance contract, the 
supplier shall: 
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a. Update the testing environment, if necessary, to better replicate the operation 
environment; 


b. Correct or mitigate any discovered vulnerability in the test and production 
systems. 


3.5.2. Antivirus/Malware detection and protection 


[R24] [S,M]  Suppliers shall certify and install Enel provided antivirus software on all ICS 
Computerized Systems. A specific (Enel licensed) software package, already customized 
by ENEL, but possibly to be further customized to work with suppliers’ software, will be 
provided to suppliers to perform the related activities. The Endpoint Protection antivirus 
will join the ENEL Antivirus Management Infrastructure.  


[R25] [S,M]  For ICS computerized systems where [R24] is unfeasible, other approaches 
shall be used such as solutions based on whitelisting and/or behavioural analysis. In 
these cases, a specific software package, already customized by ENEL will be provided 
to suppliers, to be installed into the systems and being joined to the ENEL whitelisting 
management infrastructure.  


3.5.3. Patch Management 


[R26] [S,M] All the operating systems installed on the ICS system servers, workstations, 
clients shall not  be out of support by the respective vendor (e.g. Microsoft, Red Hat etc), 
thus to ensure: 


a. Availability of recurrent security bulletins to address security vulnerabilities 
including remediation tasks to eliminate or mitigate them. 


b. Availability of security patches to be installed on ICS systems on regular basis. 


[R27] [S,M] To fulfil [R26] requirement, supplied equipment, where technically feasible,   
shall be configured within the Enel centralized Patch Management platform.  


[R28] [S,M] In cases where ICS Systems cannot be integrated in the Enel centralized 
patch management platform or the latter cannot be used (e.g. not yet in production in the 
Enel country, not compatible with the supply) and for other SW installed on ICS Systems 
(e.g. ICS SCADA/DCS SW, PLC/RTU Firmware), suppliers must provide a recurrent 
“patching installation” support service as part of the O&M maintenance activities. The aim 
of this process is the Supplier to guide Enel personnel, or directly operate to patch the 
supplied equipment on a regular basis and whenever requested by Enel due to high risk 
of specific vulnerabilities exploits. 


[R29] [S,M]  The supplier shall provide a “patch certification process” to Enel with the intent 
to “validate” patches before the deployment on the Enel production environment. 
Therefore, suppliers must: 


a. have an environment or processes to test patches to be applied into Enel ICS 
systems; 


b. perform the relevant tests of the patches and anti-virus signature updates, prior 
to installation; 


c. provide to Enel, and in case install (see [R28]), the “certified patches”. 


[R29.1] [M] Ordinary security patches/fixes have to be applied no later than three months 
(at least for OS) since their release date while extraordinary ones, upon request, no later 
than two weeks. Once a year or when requested by Enel, suppliers must report the status 
of patches on systems they are responsible for. 
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3.6. Network Infrastructure  


The following requirements are baseline for network security. 


[R30] [S,M] ICS Systems and all associated networks shall be logically separated at the 
network level according to their purpose and functions. Segmentation shall be 
implemented according to IEC 62443 zone/conduit prescriptions. This can be 
accomplished using firewalls, defining Demilitarized Zones (DMZs) and other capabilities 
that filter and therefore limit and control communications between the different zones. 
Logical separation does not mean isolation rather, it indicates that inbound and outbound 
communications between different services zones are rigorously controlled based on their 
importance. 


[R31] [S,M] WAN segmentation shall be accomplished, according to each specific project 


needs and to a thoughtful analysis of the systems to be implemented. In any case, ICS 
systems on each site shall not be able to communicate directly with systems on other 
sites. Communication between two remote sites can be allowed only if fully managed 
firewall and monitoring services are available locally on both sites. The suggested 
architectures in order to segment the network are the followings: 


a. ACL implemented on each border router delimiting the local site from the 
geographic network; 


b. Data flow between different sites routed through centrally located and managed 
firewalls delimitating the control system networks from any other network; 


c. Adoption of encrypted communications through IPsec or TLS VPN(s) tunnels; 


d. Dedicated MPLS VPN with autonomous addressing, implementing the correct 
separation rules. 


e. WAN (Wide Area Network) communication can adopt the Software-Defined 
Networking paradigm. This result can be achieved through SD-WAN Enel 
infrastructure. 


Within primary sites encompassing multiple LAN segments, local firewall devices 
implementing the network segregation shall be adopted. Those firewalls shall also 
implement SPI and UTM features (antivirus, antispyware, IDS etc).  


 


[R32] Version 1 requirement – superseded by R31 


[R33] [S,M] Any connection between Suppliers networks  and Enel ICS System Networks 


for management and maintenance purposes, shall follow the following rules: 


a. The tunnels shall be encrypted using modern encryption standards according to 
NIST SP 800-57. Legacy deprecated encryption standards (e.g. DES, etc.) shall 
not be used. 


b. The tunnels from the supplier network shall be terminated at the firewalls located 
in an Enel central location. All the traffic will be routed to the target systems 
through the internal Enel network. 


c. Only the strictly necessary traffic for managing the systems in scope, will be 
allowed to transit through the supplier networks. 


d. Each connection authorization shall be verified at least every year in order to avoid 
the persistence of any obsolete connection. 


[R34] [S,M]  Corporate WiFi networks in Industrial facilities can only be used according to 
Enel “Wireless Security Guidelines” [6] prescriptions and shall be segregated from the 
other networks.  
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[R34.1] [S,M]  WiFi networks shall not be used within network dedicated to 
telecontrol/automation protocols and applications. 


[R34.2] [S,M]  Mobile wireless communication within network dedicated to 
telecontrol/automation can be used only adopting private access networks (APN). This 
network shall be considered a dedicated zone and the communication toward other zones 
shall be protected and monitored using firewall and IDS. 


[R35] [S,M]  When Corporate WiFi networks are in use within industrial environments, the 
following security controls shall be used in addition to the requirement specified in [6]: 


a. The wireless infrastructure shall be centrally managed. 


b. Only 802.11i WPA2 Enterprise authentication shall be used, and a centrally 
managed RADIUS server shall authenticate users and other end-point devices. 


c. AES-CCMP shall be used for encryption and key integrity. 


d. The power transmission level and the antenna gain (and positioning/orientation) 
shall be set at minimum values to ensure reliable communications without 
transmitting signals outside of the facility to public external areas, to prevent “war 
driving” attacks. 


 
The following controls are advanced requirements for Network Security. 


[R36] [S,M]  In addition to the general prescription of [R30], network segmentation shall be 
accomplished through firewalls delimiting and protecting different security zones. The 
firewall shall delimit a minimum of the following three security zones: 


a. The Trusted zone of the firewall which contains the protected network(s) where 
the control systems reside. The communications to and from the Trusted zone 
need to be tightly controlled to limit the exposure of the control systems to external 
threats. Within the trusted zone further segmentation can be applied defining 
therefore multiple IEC 62443 zones. In this latest case the communication 
between these additional zones shall be allowed by firewall. 


b. The Untrusted zone of the firewall which delimit the least secure portion of the 
network from the point of view of the control system. (e.g. corporate networks, 
third parties, or any other untrusted network). Direct internet connections, usually 
attached to the untrusted zone of a firewall, are not allowed for ICS systems. 


c. A DMZ of the firewall which create an additional layer of defence for the control 
system. On this additional layer the firewall shall apply multiple access control 
rules and authentication filters on the traffic entering the control system 
environment. 


[Apply to BIA level 5] 


[R37] [S,M] For very specific ICS systems, where is necessary for the context (e.g. for 
compliance reasons) and requested by Enel, a complete isolation of selected ICS zones 
shall be adopted through the placement of control systems into their own logical or 
physical network(s) that have no wired or wireless connectivity to untrusted networks. 
[Apply to BIA level 5] 


[R38] [M] Critical and isolated ICS systems as defined in [R37] shall be maintained only 
by authorized personnel attending the site or traveling to it, as remote VPN connections 
are not allowed. [Apply to BIA level 5] 
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3.7. Centralized Remote Access 


The following requirements are baseline for centralized remote access. 


[R39] [S,M] No direct Internet connection will be provided and allowed for the ICS System. 


[R40] [S,M] All the remote connections to ICS systems shall be managed through 
centralized Enel VPN Services. 


[R41] [S,M] The supplier must comply with the Remote Connection rules established by 
Enel which consist of three possible options: 


a. Client to Site VPN: in this scenario the remote user will use a client VPN and a 
strong authentication mean provided by Enel in order to connect to the Enel ICS 
private networking infrastructure and reach the ICS systems. Specific network and 
firewall rules will be implemented to enforce the user to reach ONLY the 
authorized systems or network devices to be managed/maintained by the 
supplier. 


b. Site to Site VPN: this scenario can be implemented in case the supplier has to 
implement a continuous machine-to-machine data flow to fulfil Enel needs. In this 
scenario suppliers must configure a secured VPN tunnel ending at centralized 
Country hub and traffic will be rerouted from here to facility systems. The 
connection will be limited to a specific number of IP addresses on the supplier 
side which will be enforced (using firewall rules and ACL on the network) to reach 
only the authorized ICS systems. 


c. Inner VPN encapsulated inside a Site to Site vpn: this scenario can be 
implemented whenever the supplier is authorized to activate VPN tunnel directly 
to the ICS facility. The access point of the outer VPN shall be the centralized VPN 
infrastructure as in b. Suppliers can configure an inner VPN tunnel ending on its 
own VPN equipment inside the ICS facility DMZ. The target device of this inner 
VPN connection shall be protected behind the Enel firewall that will route the 
authorized supplier traffic from the DMZ to the destination target within the facility. 


[R41.1] [S,M]  Remote access for maintenance shall adopt 2-factor authentication or other 
equivalent NIST 800-63-2 Level 3 or above authentication measures. 


 


3.8. Access Control 


The following requirements are baseline for Access Control 


[R42] [S,M]  All access to ICS systems and to ICS networks must be individually 
authenticated through Enel global infrastructure (e.g. on Enel Industrial AD, OT Public 
Key Infrastructure or equivalent solutions), and all accounts shall be able to be centrally 
managed.  


[R42.1] [S,M]  All user accounts must belong to known and authorized users. All systems 
and applications accounts must belong to known and actual systems/applications.  


[R42.2] [S]  For ICS systems of new provision, access to ICS systems shall be designed 
with authorization measures according to the IEC 62351-8 requirements that is 
implementing the Role Based Access Control based at least on the default roles defined 
within this standard: 


a. VIEWER: can view what objects are present within a Logical-Device by presenting 
the type ID of those objects. 
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b. OPERATOR: An operator can view what objects and values are present within a 
Logical-Device by presenting the type ID of those objects as well as perform 
control actions. 


c. ENGINEER: An engineer can view what objects and values are present within a 
Logical-Device by presenting the type ID of those objects. Moreover, an engineer 
has full access to DataSets and Files and can configure the server locally or 
remotely. 


d. INSTALLER: An installer can view what objects and values are present within a 
Logical-Device by presenting the type ID of those objects. Moreover, an installer 
can write files and can configure the server locally or remotely.  


e. SECADM: Security administrator can change subject-to-role assignments 
(outside the device) and role-to-right assignment (inside the device) and validity 
periods; change security setting such as certificates for subject authentication and 
access token verification. 


f. SECAUD: Security auditor can view audit logs. 


g. RBACMNT: RBAC management can change role-to-right assignment. 


Security access control for the system shall be fully tested for all roles and their 
rights/permissions, both for normal and emergency operations.  


[R43] [S,M]  For new ICS systems local accounts access will be allowed only for one or 
two local users which will be defined in the system and used only in case of emergency 
in case Enel Industrial AD is unavailable or unreachable. This local account will be fully 
managed by Enel. Any supplier shall be requested to provide the possibility for their 
systems to be connected to the Enel Industrial AD in order to allow centralized and RBAC 
policy-based user authentication.  


[R43.1] [S,M]  In case exist documented mandatory reasons to have user accounts locally 
defined on ICS Systems, they need to be nominally assigned (not to be generic) and their 
passwords must comply with the following rules: 


a. password length shall be at least eight characters, or the maximum length 
supported by system; 


b. password shall include three or more different types of characters (e.g., 
uppercase alphabetic, lowercase alphabetic, numeric, non-alphanumeric) or the 
maximum complexity supported by the system 


c. password shall be changed at least each 90 calendar days 


d. new password shall be different from the 5 previous passwords 


[R43.2] [S,M] Local “service user accounts” usage and definition are allowed just for internal 
server processes execution, never for “interactive logon”. The configurations of this users 
and passwords shall be comply with this requirement. 


[R44]  [S,M]  For ICS systems of new provision, all network devices shall be able to 
delegate the user authentication to a centralized platform (e.g. through RADIUS pointing 
to Enel Industrial AD). If requested by Enel they shall be integrated to this centralized 
platform. 


[R45] [S,M]  All the activities related to the management of the user and system accounts 
must follow the Enel policies including [5]. 


[R46] Version 1 requirement - superseded  


[R47] Version 1 requirement - superseded. 
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[R47.1] [S,M]  Any access to Enel environments shall require that any laptops or other 
equipment connected to the ICS system has been scanned for malware, that the software 
installation on the maintenance equipment is up-to-date, and that the latest security 
patches are installed. 


 


[R48] Version 1 requirement – moved to advanced section of common chapter 


[R49] Version 1 requirement – moved to advanced section of common chapter 


[R50] Version 1 requirement – moved to advanced section of common chapter 


[R51] Version 1 requirement – superseded 


[R52] [S,M]  NTLM v.1 authentication protocol shall not be used. 


[R53] [S,M]  ICS software application authentication and authorization controls must follow 
the following general rules: 


a. Separation of Duties, based on Enel organization-defined duties, documenting 
the effective separation of duties of individuals and defining information system 
access authorizations to support separation of duties. 


b. Least privilege, allowing only authorized accesses for users (or processes acting 
on behalf of users) which are necessary to accomplish assigned tasks in 
accordance with organizational missions and business functions. 


[R54] [S,M]  Each user and external application accessing the ICS System application shall 
be individually identified, assigned to a role and authenticated with access permissions 
established by their role.  


  


[R55] Version 1 requirement - superseded 


[R56] [S,M]  The user authorization and role management shall be implemented through 
Enel Industrial AD group management infrastructure. 


[R57] Version 1 requirement - superseded  


[R58] Version 1 requirement - superseded   


[R59] [S,M]  ICS systems and software shall not permit session keys, user credentials or 
application credentials (for application-to-application or machine-to-machine 
authenticated communications) to be transmitted in clear text among the different 
architectural components or between different systems. The systems shall provide the 
strongest encryption method commensurate with the technology platform and response 
time constraints.  


[R60] Version 1 requirement - superseded   


[R61]  [S,M]  All ICS systems shall not allow: 


a. retaining user’s login information between application sessions; 


b. providing any auto-fill functionality during user’s login; 


c. anonymous logins: ICS systems shall be manufactured with the default that all 
access must be authenticated.  


[R61.1] [S,M]  ICS systems shall enforce reasonable and agreed limits for consecutive 
invalid logon attempts by a user during a defined time period (e.g. 5 attempts per minute). 
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[R61.2] [S,M]  With the exception of specific workstations dedicated to control room 
operation, ICS systems shall enforce reasonable and agreed limits for automatic 
disconnection after a defined inactivity time period (e.g. 10 minutes). 


The following controls are advanced requirements for Access Control. 


[R61.3] [S,M]  ICS systems shall automatically lock the account after a predefined number 


of unsuccessful login attempt. The number of login attempts, time period for the attempts 
and lock time shall be agreed with the Enel referent. [Apply to BIA level 4 and 5] 


[R61.4] [S]  For ICS systems of new provision, RBAC for critical ICS systems must follow 
the provisions of IEC 62351-8, in terms of authorization profiles and access tokens. 
[Apply to BIA 5] 


[R61.5] [S,M]  Access to Linux/UNIX ICS systems (all SCADA and HMI systems) shall be 
granted by mean of individual User ID belonging to Enel Industrial AD or other centralized 
IAM systems. No local account access is allowed exception of cases defined in [R43]. 
[Apply to BIA level 4 and 5] 


[R61.6] [S]  For ICS systems of new provision adopting RBAC access permissions they 
shall allow to establish those permissions for individual data elements, for groups of data 
elements, and for resources. [Apply to BIA level 4 and 5] 


 


3.9. Auditing 


The following requirements are baseline for auditing. 


[R62] [S,M]  The ICS system log record must keep track of all successful accesses to the 
system, all failed authentication/authorization attempts and all critical operations 
performed by privileged users. The log records shall contain the target system name and 
IP address, the client user name and IP address, security parameter changes and other 
critical operations requested by the user. 


[R63] [S,M]  In case of consecutive invalid logon attempts as defined in [R61.1] an alert to 
the system log subsystem containing full information (including date/time, name of the 
system, IP address of the user, username used in the attempts) shall be sent.  


[R64] [S,M]  The ICS system shall time stamp and control access to audit trails and log 
files.  


[R65] [S,M]  Any supplier shall ensure audit logging does not adversely impact system 
performance and disk occupation by quoting a defined space of the disk for logging 
purposes. 


[R66] Version 1 requirement – upgraded to advanced 


[R67]  [S,M]  All devices shall be able to automatically and on request export the collected 
log record to external log collectors (e.g. through syslog protocol or specific open 
documented API).  


[R68] [S,M]  All ICS logs shall be kept locally available for a minimum period of 90 days 
and shall be sent to centralized Enel CERT platform (intermediate log collection systems 
are allowed). 


[R68.1] [S,M]  It is necessary to perform all the activities related to the Cyber Security Service 
Activation with Enel CERT providing for each system at least: 


a. detailed description regarding the relevant Security Events produced, logged and 
their criticality  
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b. information about logs types, integration mechanisms and protocols used to 
integrate them to Enel CERT platform 


c. hints about pre-defined criteria for the security correlation rules to be tested and 
used to provide evidence regarding any anomaly or security problem related to 
the specific context 


d. technical support to ensure logs and events delivery to Enel CERT platform. 


[R69] [S]  ICS systems of new provision must have an asset inventory solution that:  


a. collects and update the systems data of each IACS  


b. provides asset data to Enel Global Inventory Platform  


[R70] Version 1 requirement – superseded 


[R71] [M]  In case the log collection is centrally managed through intermediate log 
infrastructure, adopting any log record format normalization or transformation, the audit 
trail shall also be stored including the original audit log records in order to allow detailed 
forensic analysis if needed.  


 
The following controls are advanced requirements for auditing. 
 


[R71.1] [S]  ICS systems of new provision shall provide a mechanism to prevent 
modifications or deletion of audit logs, and to ensure the integrity of the logs through 
mechanisms like hashing, digital signature and secure log collection and storage. [Apply 
to BIA level 5] 


[R72] [S,M]  The log records shall be protected through encryption at least when exported 
towards Enel CERT platform.  [Apply to BIA level 5] 


3.10. Monitoring 


The following requirements are baseline for monitoring. 


[R73] [S,M]  The implemented security controls and measures (e.g. Antimalware, IDS, 
HIDS, etc.) should provide the capability to send information and events as a mean to be 
aware of the state of the system security.  


[R74] Version 1 requirement - superseded 


[R75] [S,M]  Monitoring of ICS systems should be comprised of: 


a. Installation of appropriate devices or applications to capture communications with 
the control systems (e.g. IDS/DPI probes and management systems, logging 
agents, etc.). This may require the availability of network devices traffic monitoring 
features 


b. Activation of proper event notification capabilities (e.g. SNMP) 


c. Collection, preferably in real-time, of event notifications to a separate and secure, 
access controlled, central repository. 


d. Identification and baselining of what is normal for given control system 
communications. 


e. Detection and alerting, in real-time, of the relevant data from abnormal 
communication conditions. 


[R76] [M]  Monitoring systems shall be updated and adjusted to address the evolving 
vulnerabilities and attack methods. 
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The following controls are advanced requirements for Monitoring:  


[R77] [S]  ICS systems of new provision shall have a Network and Systems Monitoring 
solution that collects information from IACS and network nodes in order to: 


a. monitor overall system status; 


b. monitor system variables (e.g. CPU Temp., RAM Usage, HD quote, NIC status, 
etc.); 


c. control the connectivity; 


d. predict issues;  


e. check the SLA constraints; 


[Apply to BIA level 4 and 5] 
 


[R78] [S,M]  At first supply, monitoring shall be designed and implemented according to 
criteria defined in one or more guidelines and standards, including: 


a. NIST SP 800-53 – AU, Audit and Accountability, and CA-7, Continuous 
Monitoring; 


b. NIST IR 7628 - Guidelines for Smart Grid Cybersecurity: SG.AU – Audit and 
Accountability, SG.CA-4 - Smart Grid Information System Connections, SG.CA-6 
– Continuous Monitoring; 


c. ISO/IEC 27002 – 12.4 – Logging and Monitoring; 


d. IEC 62351-7 - Power systems management and associated information exchange 
– Data and communications security – Part 7: Network and system management 
(NSM) data object models. 


The selected set of controls shall be described in a specific project annex in order to 
document the control coverage against the countered risks. 


[Apply to BIA level 4 and 5] 


 


3.11. Network Communications Security 


The following requirements are baseline for network communications security. 


[R79] Partially superseded Version 1 requirement now promoted to advanced control  


[R80] [S,M]  Network shares should not be used in ICS systems. When required, network 
shares shall be authenticated through Enel Industrial AD. 


[R81] [S,M]  Telnet and SMBv1 protocols are not accepted., FTP, HTTP, SQL, LDAP, 


SOAP, Web Services must be TLS secured (version 1.2 and above) and authenticated 
end-to-end. SSH protocol is allowed. This requirement is strongly suggested also for 
existing implementations and will be mandatory in the next release of this guideline. 


[R82] [S,M]  In case there is the need of OPC communication between supplied systems 
and other Enel ones, OPC DA must not to be used due to its intrinsic vulnerabilities. A 
“vulnerability free” alternative (e.g. OPC UA or OPC Tunneler) or remediation to OPC DA 
vulnerabilities must be proposed for this objective and agreed with Enel. 


[R83] [S,M]  For ICS machine-to-machine (or application-to-application) communications, 
only well-established international standard protocols shall be used, ensuring: 
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a. Availability of the data communication channel. 


b. Reliable communications (e.g. through local caching of data for transmission 
retries in case of communication failures, and/or stateful protocols automatically 
managing the retransmission of data whenever needed). 


c. Peer-to-peer authentication assuring that both communicating parties are who 
they pretend to be. 


 
The availability of the data communication channel can be achieved also through 
redundant servers supporting pooling or hot-standby clustering, redundant network paths, 
etc. 


 
The following controls are advanced requirements for network communications security for ICS. 


[R84] [S]  In ICS systems of new provision the communication protocols shall be fully 
compliant to IEC 62351 “Power systems management and associated information 
exchange – Data and communications security”.  The new systems shall be in any case 
designed with End-to-end security protocols adoption according to best practices 
standards. [Apply to BIA level 4 and 5] 


[R85] [S]  ICS systems of new provision shall be designed ensuring non-repudiation in 
the communication protocols (e.g. through digital signatures) for data exchanges. [Apply 
to BIA level 5] 


[R86] [S]  ICS systems of new provision shall be designed with Machine to Machine 
authentication making use of digital certificates. [Apply to BIA level 4 and 5] 


[R87] [S]  In ICS systems of new provision Virtual Private Network circuits shall 
authenticate both peers using digital certificates. [Apply to BIA level 4 and 5] 


[R88] [S,M]  Whenever digital certificates are used in ICS Systems/Infrastructure, they 
need to be signed by an internal Enel Certificate Authority dedicated to ICS Systems. 
[Apply to BIA level 4 and 5] 


[R89] [S,M]  The digital certificates released for ICS Systems shall include different and 
limited “scopes” for different authorization purposes, i.e.: 


a. VPN Client/Server certificates 


b. Web/Application Server certificates for TLS based servers 


c. Web/Application Clients certificates for TLS 


d. Digital Signature certificates 


e. Data Encryption certificates. 


[Apply to BIA level 5] 


[R90] [S,M]  The digital certificates released for ICS Systems shall always include the IP 
address or Fully Qualified Domain Name (when needed) of the identified system. This 
always applies to servers, and eventually to clients when they make use of fixed 
addresses. [Apply to BIA level 4 and 5] 


[R91] [S,M]  The Enel Certification Authority shall be part of a key management system 
infrastructure, allowing and ensuring secure enrolling, generation, distribution, 
suspension, reactivation and revocation of digital certificates. [Apply to BIA level 4 and 
5] 


[R92] [S,M]  Any digital certificates shall be checked for validity before communications are 
established or access is allowed. [Apply to BIA level 4 and 5] 
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[R93] [S,M] Revoked, expired or otherwise invalid certificates shall not be accepted by 
communicating parties. This shall be obtained through Certificate Revocation lists or 
making use of Online Certificate Status Protocol features and time synchronization with 
trusted time servers. [Apply to BIA level 4 and 5] 


[R94]  [S,M]  ICS systems of new provision shall adopt host-level or network-level counter-


measures, to protect themselves against or limits the effects of protocol level attacks (e.g. 
SYN floods, fragmented packet attacks, Ping of Death, Smurf, etc.), where the attack’s 
goal is to consume actual server resources, or those of intermediate communication 
equipment, such as firewalls and load balancers. [Apply to BIA level 5] 


 


3.12. Secure Software Coding 


The following requirements are baseline for secure software coding. 


[R95] [S]  Supplier should certify that ICS systems of new provision have been 
developed following the OWASP guidelines for the secure development of the web-based 
application (e.g. HMI, etc.). 


[R96] [S,M]  For ICS systems of new provision, suppliers should adopt the applicable 
recommendations specified in the Enel Guideline n.7, “IT Security Guidelines - 
APPLICATIONS” [7] 


[R97] [S,M]  Credentials and encryption keys must not be embedded in the software code 
or in the firmware of a device. They must not be embedded in configuration files in clear 
text but must be protected by means of encryption, hashing or code obfuscation 
techniques. 


 


3.13. Backup and Disaster & Recovery 


The following requirements are baseline for backup and disaster recovery. 


[R98] [S,M]  All the ICS systems shall be provided with a backup infrastructure or tool and 


a backup schema to ensure data and system restore in case of data corruption or system 
loss. All the systems must be accompanied by a written, well-defined and adequate 
Backup & Recovery Plan, providing clear instructions on how to create, test and manage 
backups, and how to rebuild the systems starting from backups or images. Both 
infrastructure and plan must be agreed with Enel and properly documented. 


[R99] Version 1 requirement – upgraded to advanced  


[R100] [S,M]  Storage infrastructures used for ICS applications shall be physically separated 
from that used for non ICS Systems. In other words, ICS data shall be kept separate from 
non-ICS data. 


[R101] [S,M]  Critical ICS systems backups shall be tested at least once a year by 
performing a restore test.  Media, frequency and retention period shall be defined and 
documented in order to support availability requirements. Suppliers shall support Enel in 
the definition of these aspects and shall be involved in restore verifications. 


 
The following controls are advanced requirements for backup and disaster recovery. 


[R102] [S,M]  When designing new ICS Systems, redundant (or backup) communication 
networks, information source, systems configuration and logs/database shall be 
considered to meet the required ICS system availability. [Apply to BIA level 4 and 5] 
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[R103] [S,M]  Loss of communications between the system components shall be 
timestamped, logged, and issued as an alarm. [Apply to BIA level 5] 


[R104] Version 1 requirement – superseded 


[R104.1] [S,M]  Critical ICS Systems shall be designed and provided with a Disaster Recovery 
environment and a Disaster Recovery Plan documenting the DR process and procedures, 
including all the activities to put in place in case a disaster happens to the supplied ICS 
system. In this case, the supplier shall test the DR plan and procedures (using a 
representative sample of recovery information), at least once every 15 calendar months, 
to ensure that the recovery information is useable, updated and compatible with current 
configurations. An actual recovery that incorporates the information used to recover the 
ICS System functionality, substitutes for this test. 


[Apply to BIA level 4 and 5] 


3.14. Guidance documents 


The following requirements are baseline for guidance documents. 


[R105] [M]  Documentation of all ICS system shall be always kept updated with extensive 
information detailing: 


a. Applications, utilities, scripts, configuration files, databases and all other software 
supplied including revisions and patches; 


b. Network and system networking services for all supplied devices, dependencies, 
TCP and UDP ports used in different data flows and target systems identification; 


c. Any other configurations needed and/or applied to network and system devices; 


d. The architecture and networking diagrams with data flows and IP addresses 
previously agreed with Enel in the design phase; 


e. Any patching activity on the production environment has to be documented, 
recorded; 


f. TCP/IP protocols, ports and services required for normal operation;  


g. any other ports and services required for emergency operation;  


h. the list of peer hosts and/or networks involved in the communication, including the 
related IP addresses (whenever known). The list shall also include an explanation 
or cross reference to justify why each service is necessary for operation; 


i. Access credentials, Firmware credentials (if any) and user Roles. 


The documentation has to be regularly updated when major infrastructure/application 
changes happen. 


 


3.15. Maintenance and Warranty requirements 


The following requirements are baseline for maintenance operation and warranty agreements. 


[R106] [S]  For ICS systems of new provision, suppliers shall ensure that: 


a. the ICS systems are factory tested for logical and physical cyber-security issues; 


b. functional testing has been performed ensuring that the equipment operates 
correctly for all valid commands and settings, according to the relevant testing 
standards agreed with Enel. 
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[R107] [M]  Any supplier shall designate a “security focal point” who shall be responsible 
for receiving notifications of anomalous events relating to the security of the system, 
providing appropriate responses and actions in a timely manner. 


[R108] [M]  Maintenance shall be permitted only by authorized and security-trained 
personnel belonging to authorized maintenance organizations. The security requirements 
for maintenance personnel shall be included in maintenance contracts. The fulfilment of 
these requirements shall be regularly tested or audited. 


[R109] [M]  The maintenance personnel shall protect maintenance tools (including 
laptops, and any other device used by the maintenance personnel) from unauthorized 
use. 


[R110] [M]  Any supplier shall appropriately instruct its installers and maintenance 
operators to ensure that the recommended security settings are effectively implemented 
or preserved. The supplier shall also provide instructions or training to system operators 
and owners on security requirements, so they won’t try to bypass security settings. 


 
The following controls are advanced requirements for maintenance operation and warranty agreements. 


[R111] [M]  Equipment shall be retested after maintenance for its security capabilities and 
the presence of any malware. [Apply to BIA level 4 and 5] 


 


3.16. Security Design 


The following are additional requirements in baseline for the security design of new ICS systems. 


[R112] [S,M]  The ICS system shall include setting limits to ensure that no setting changes 
can exceed these limits and harm the equipment. 


[R113] [S,M]  Default initial settings that “do not harm” shall be used for ICS systems, if no 
explicit settings are provided or required. 


[R114] [S,M] The ICS system shall reject any compromised or invalid data, while that event 
shall be logged and appropriate entities (people or systems) notified. 


[R115] [S,M]  The ICS system shall detect internal errors and failures, and shall enter a 
default “failure” state, which may include limiting functionality, restarting, or shutting down. 


 
The following controls are additional advanced requirements for the security design of new ICS systems. 


[R116] [S]  For ICS systems of new provision sensors shall be included in the ICS system, 
to monitor critical status and measurements of the controlled equipment, such as switch 
status, component temperature, speed, vibration, flow, pressure, etc. [Apply to BIA level 
5] 


[R117] [S]  For ICS systems of new provision hardware or firmware designs shall prevent 
software applications or settings from harming these hardware/firmware components. For 
instance, hardware switches or sensors shall prevent the software from running the 
equipment if it would overheat the equipment or while critical self-check operations are 
taking place. [Apply to BIA level 5] 


[R118] [S]  ICS systems of new provision shall contain secure firmware or hardware 
memory for passwords and other embedded private or confidential information that is 
encrypted or otherwise secured against unauthorized access. [Apply to BIA level 5] 
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[R119] [S,M]  The settings that can be changed remotely shall be limited to those that do 
not impact on health of the ICS system or other related equipment. [Apply to BIA level 
4 and 5] 


3.17. Secure disposal or reuse  


The following requirements are baseline for the secure disposal or reuse. 


[R120] [M] Any device containing storage media shall be verified to ensure that any 
sensitive data and licensed software has been removed or securely overwritten prior to 
disposal or re-use. 
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B. Controls summary matrix 


 
See Excel file “GICT-SGL_12_Ax_v02_ICS OT Security Guideline Control Matrix.xlsx” 





BR0173670038
Anexação de arquivo
GICT-SGL_12_V02_ICS OT Security Guideline.pdf


